	Modified and Recalculated Lengths of RE1/1 HV cable using input from Stephan
	

	
	Walter's Nos.
	
	Ian's  Calcuated lengths using input from Stephan
	
	

	Chamber ID
	HV 1/ch
	Slack
	in meters
	Routing
	Counting from Radial Cable Tray Outlet Points
	HE Perimeter length    [m]
	Radial + Perimeter to PP
	Calc. length     [m]
	Slack    [m]
	Calculated Total length      [m]
	Round to nearest    0.5m
	Real slack  [m]

	
	
	
	
	
	
	
	
	
	
	
	
	

	RE1/1 1
	17838
	5162
	23
	    35-10  Outlet at No.4
	3
	1.39
	21.1
	22.49
	1.5
	23.99
	24
	1.51

	RE1/1 2
	17520
	5480
	23
	
	2
	0.93
	21.1
	22.03
	1.5
	23.53
	23.5
	1.47

	RE1/1 3
	16966
	6034
	23
	
	1
	0.46
	21.1
	21.56
	1.5
	23.06
	23
	1.44

	RE1/1 4
	16629
	5371
	22
	
	0
	0
	21.1
	21.1
	1.5
	22.6
	22.5
	1.4

	RE1/1 5
	16945
	5055
	22
	
	1
	0.46
	21.1
	21.56
	1.5
	23.06
	23
	1.44

	RE1/1 6
	17383
	5617
	23
	
	2
	0.93
	21.1
	22.03
	1.5
	23.53
	23.5
	1.47

	RE1/1 7
	17802
	5198
	23
	
	3
	1.39
	21.1
	22.49
	1.5
	23.99
	24
	1.51

	RE1/1 8
	18245
	5755
	24
	
	4
	1.85
	21.1
	22.95
	1.5
	24.45
	24.5
	1.55

	RE1/1 9
	18680
	5320
	24
	
	5
	2.31
	21.1
	23.41
	1.5
	24.91
	25
	1.59

	RE1/1 10
	19108
	5892
	25
	
	6
	2.78
	21.1
	23.88
	1.5
	25.38
	25.5
	1.62

	RE1/1 11
	18712
	5288
	24
	   11-22 Outlet No. 16
	5
	2.31
	21.1
	23.41
	1.5
	24.91
	25
	1.59

	RE1/1 12
	18267
	5733
	24
	
	4
	1.85
	21.1
	22.95
	1.5
	24.45
	24.5
	1.55

	RE1/1 13
	17827
	5173
	23
	
	3
	1.39
	21.1
	22.49
	1.5
	23.99
	24
	1.51

	RE1/1 14
	17386
	5614
	23
	
	2
	0.93
	21.1
	22.03
	1.5
	23.53
	23.5
	1.47

	RE1/1 15
	16980
	6020
	23
	
	1
	0.46
	21.1
	21.56
	1.5
	23.06
	23
	1.44

	RE1/1 16
	16655
	5345
	22
	
	0
	0
	21.1
	21.1
	1.5
	22.6
	22.5
	1.4

	RE1/1 17
	16973
	6027
	23
	
	1
	0.46
	21.1
	21.56
	1.5
	23.06
	23
	1.44

	RE1/1 18
	17377
	5623
	23
	
	2
	0.93
	21.1
	22.03
	1.5
	23.53
	23.5
	1.47

	RE1/1 19
	17830
	5170
	23
	
	3
	1.39
	21.1
	22.49
	1.5
	23.99
	24
	1.51

	RE1/1 20
	18257
	5743
	24
	
	4
	1.85
	21.1
	22.95
	1.5
	24.45
	24.5
	1.55

	RE1/1 21
	18683
	5317
	24
	
	5
	2.31
	21.1
	23.41
	1.5
	24.91
	25
	1.59

	RE1/1 22
	19149
	5851
	25
	
	6
	2.78
	21.1
	23.88
	1.5
	25.38
	25.5
	1.62

	RE1/1 23
	16803
	2197
	19
	23-34 Outlet no 28
	5
	2.31
	17.8
	20.11
	1.5
	21.61
	21.5
	1.39

	RE1/1 24
	16381
	2619
	19
	
	4
	1.85
	17.8
	19.65
	1.5
	21.15
	21
	1.35

	RE1/1 25
	15927
	2073
	18
	
	3
	1.39
	17.8
	19.19
	1.5
	20.69
	20.5
	1.31

	RE1/1 26
	15489
	2511
	18
	
	2
	0.93
	17.8
	18.73
	1.5
	20.23
	20
	1.27

	RE1/1 27
	15070
	2930
	18
	
	1
	0.46
	17.8
	18.26
	1.5
	19.76
	20
	1.74

	RE1/1 28
	14739
	2261
	17
	
	0
	0
	17.8
	17.8
	1.5
	19.3
	19.5
	1.7

	RE1/1 29
	14996
	3004
	18
	
	1
	0.46
	17.8
	18.26
	1.5
	19.76
	20
	1.74

	RE1/1 30
	15433
	2567
	18
	
	2
	0.93
	17.8
	18.73
	1.5
	20.23
	20
	1.27

	RE1/1 31
	15853
	2147
	18
	
	3
	1.39
	17.8
	19.19
	1.5
	20.69
	20.5
	1.31

	RE1/1 32
	16290
	2710
	19
	
	4
	1.85
	17.8
	19.65
	1.5
	21.15
	21
	1.35

	RE1/1 33
	16743
	2257
	19
	
	5
	2.31
	17.8
	20.11
	1.5
	21.61
	21.5
	1.39

	RE1/1 34
	17170
	2830
	20
	
	6
	2.78
	17.8
	20.58
	1.5
	22.08
	22
	1.42

	RE1/1 35
	18699
	5301
	24
	 
	5
	2.31
	21.1
	23.41
	1.5
	24.91
	25
	1.59

	RE1/1 36
	18255
	5745
	24
	 
	4
	1.85
	21.1
	22.95
	1.5
	24.45
	24.5
	1.55

	
	
	
	
	
	
	
	
	
	
	
	
	

	TOTAL for ONE Endcap
	619060
	 
	782
	 
	 
	 
	 
	769.98
	 
	823.98
	823.5
	53.52

	
	
	
	
	
	
	
	
	
	
	
	
	

	AVERAGE
	 
	 
	 
	 
	 
	 
	 
	 
	 
	22.89
	22.88
	1.49

	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	[m]
	Nos
	Both  Endcaps
	
	
	
	
	
	
	

	
	
	
	19
	0
	0
	
	
	
	
	
	
	

	
	
	
	19.5
	1
	2
	
	
	
	
	
	
	

	
	
	
	20
	4
	8
	
	
	
	
	
	
	

	
	
	
	20.5
	2
	4
	
	
	
	
	
	
	

	
	
	
	21
	2
	4
	
	
	Total Cable Length [m]
	1647
	

	
	Cable Lengths for BOTH Endcaps
	21.5
	2
	4
	
	
	
	
	
	
	

	
	
	22
	1
	2
	
	
	
	
	
	
	

	
	
	22.5
	2
	4
	
	
	
	
	
	
	

	
	
	23
	4
	8
	
	
	
	
	
	
	

	
	
	
	23.5
	4
	8
	
	
	
	
	
	
	

	
	
	
	24
	4
	8
	
	
	
	
	
	
	

	
	
	
	24.5
	4
	8
	
	
	
	
	
	
	

	
	
	
	25
	4
	8
	
	
	Walter 170105
	
	
	

	
	
	
	25.5
	2
	4
	
	
	Modified Ian 200105
	
	

	
	
	
	26
	0
	0
	
	
	
	
	
	
	

	
	
	
	26.5
	0
	0
	
	
	
	
	
	
	

	
	
	TOTAL
	 
	36
	72
	
	
	
	
	
	
	


